Addendum 02

VAMC WADE PARK

09/20/2016 Modify Emergency Fuel 0il Pump
Project No. 541-16-502
DEPARTMENT OF VETERANS AFFAIRS
SPECIFICATIONS
TABLE OF CONTENTS
Section 00 01 10
Volume 1 PAGES
DIVISION 0 - SPECIAL SECTIONS
00 01 10 Table of Contents 1-3
00 01 15 Drawing Index
DIVISION 1 - GENERAL REQUIREMENTS
01 00 00 General Requirements 1-17
OSHA Requirements and Safety And Health Regulations - Attachment
1 (N.T.)
Pre Construction Risk Assessment (PCRA) - Attachment 2 (N.T.)
Construction Safety Poster - Cleveland VA - Attachment 3 (N.T.)
Interim Life Safety Risk Assessment Form - Attachment 4 (N.T.)
Contractor Safety and Security Orientation - Attachment 5 (N.T.)
Job Safety Check Sheet - Attachment 6 (N.T.)
01 33 23 Shop Drawings, Product Data, and Samples 1-2
01 35 26 Safety Requirements 1-81
01 42 19 Reference Standards 1-9
01 45 29 Testing Laboratory Services 1-11
01 57 19 Temporary Environmental Controls 1-7
01 58 16 Temporary Signage 1-1
01 74 19 Construction Waste Management 1-7
01 91 00 General Commissioning Requirements 1-60
DIVISION 2 - EXISTING CONDITIONS
02 41 10 Demolition 1-5
DIVISION 3 - CONCRETE
Not Used
DIVISION 4 - MASONARY
Not Used
DIVISION 5 - METALS
Not Used
DIVISION 6 — WOOD PLASTICS AND COMPOSITES
DIVISION 7 — THERMAL AND MOISTURE PROTECTION
07 84 00 Firestopping 1-3
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DIVISION 8 - OPENINGS

Not Used

DIVISION 9 - FINISHES

09 91 00 Painting 1-13
DIVISION 10 - SPECIALTIES
Not Used
DIVISION 11 - EQUIPMENT
Not Used
DIVISION 12 - FURNISHINGS

Not Used

DIVISION 13

SPECIAL CONSTRUCTION

Not Used

DIVISION 14 CONVEYING EQUIPMENT

Not Used

DIVISION 21 FIRE SUPPRESION

21 08 00 Commissioning of Fire Suppression Systems 1-3

21 13 13 Wet-Pipe Sprinkler Systems 1-12

DIVISION 22 - PLUMBING

Not Used

DIVISION 23 - HEATING, VENTILATION, AND ATIR CONDITIONING

23 05 11 Common Work Results for HVAC 1-24
General Motor Requirements for HVAC and Steam Generation
23 05 12 Equipment 1-6
23 05 41 Noise and Vibration Control for HVAC Piping and Equipment 1-10
23 05 93 Testing, Adjusting, and Balancing for HVAC 1-10
23 08 00 Commissioning HVAC Systems 1-4
23 10 00 Facility Fuel Systems 1-7
23 21 11 Boiler Plant Piping Systems 1-28
23 31 00 HVAC Ducts an Casings 1-8
23 34 00 HVAC Fans 1-5
23 50 11 Boiler Plant Mechanical Equipment 1-5

DIVISION 25 — INTEGRATED AUTOMATION

Not Used
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DIVISION 26 — ELECTRICAL
26 05 11 Requirements for Electrical Installations 1-8
26 05 19 Low-Voltage Electrical Power Conductors and Cables 1-6
26 05 26 Grounding and Bonding for Electrical Systems 1-5
26 05 33 Raceway and Boxes for Electrical Systems 1-10
26 08 00 Commissioning of Electrical System 1-4
26 27 26 Wiring Devices 1-5

DIVISION 27 — COMMUNICATIONS

Not Used

DIVISION 28 — ELECTRONIC SAFETY AND SECURITY

Not Used

DIVISION 31 - EARTHWORK

Not Used

DIVISION 32 — EXTERIOR IMPROVEMENTS

Not Used

DIVISION 33 - UTILITIES

Not Used

DIVISION 34 — TRANSPORTATION

Not Used

---END- - -
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